
NOTE:  150 MIN. FOR ROCK OR BLASTED ROCK

NORMAL WIDTH = d + 600

MIN. = d + 300

MAX. = d + 750

152 x 152 MW 11.1 x MW 11.1 W.W.M.

STANDARD PIPE BEDDING INSTALLATION

CONCRETE ARCH ENCASEMENT

COMPACTED PIPE BEDDING

20 MPa CONCRETE

COMPACTED PIPE

BEDDING

TO A MINIMUM 95%

MODIFIED PROCTOR

DENSITY.

SPRING LINE OF PIPE

300 MIN.

d/4 (MIN 75)

d/4 (MIN 75)

DWG. NO.:  G9
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STANDARD PIPE BEDDING

RESORT MUNICIPALITY of WHISTLER

d  =OUTSIDE DIAMETER OF PIPE
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100 MIN.

(SEE NOTE)


