
MINIMUM THRUST AREAS FOR FITTINGS AT 150 psi PRESSURE AND FOR SOILS

WITH MINIMUM BEARING OF 9.75 t/m² (NOT TO BE USED FOR SOFT CLAY, MUCK, PEAT, etc.).

TABLE 1.  MINIMUM THRUST AREAS

*REFER TO DWG NO. W1-B FOR ADDITIONAL ARRANGEMENTS.

REFER TO CONTRACT DRAWINGS FOR SPECIFIED BEARING AREAS OF THRUST BLOCKS AND/OR SPECIFIC

REQUIREMENTS NOT SHOWN ON THIS DRAWING.

PLACE 6 mil POLYETHYLENE ON INTERFACE BETWEEN CONCRETE AND FITTING.

PLACE 20 MPa CONCRETE AGAINST UNDISTURBED GROUND; KEEP CONCRETE CLEAR OF FITTING JOINTS.

SOILS AND CONDITIONS (WET) NOT MEETING MIN. BEARING OF 9.75 t/m² ARE TO BE REFERRED TO ENGINEER.
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*DIMENSIONS APPLY TO THE LARGER DIAMETER OF FITTING
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